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TOWN OF IPSWICH
LOCUST GROVE CEMETERY

MAP 30B LOT 35

Unit 1 41.5' 42.9' Culverts
BE:E g jgg, jgg, Location Length/Material/Slope
BQ:E ‘5‘ jg:‘;, jg:i, CB1 TO DMH1 8' of 12" CLASS IV RCP @ S=0.010
Unit 6 47 7" 48.4" CB2 TO DMH1 8' of 12" CLASS IV RCP @ S=0.010
Unit 7 475" 48.2" DMH1 TO OUTLET 24' of 12" CLASS IV RCP @ S=0.008
Unit 8 47 5" 48.7" DMH2 TO OUTLET 110' OF 12" HDPE @ S=0.006
Unit 9 46.6' 473" DMH3 TO DMH2 27' OF 12" CLASS IV RCP @ S=0.007
Unit 10 46.6' 47.3" CB3 TO DMH3 8' OF 12" CLASS IV RCP @ S=0.010
Unit 11 48 4" 49 8' CB4 TO DMH3 8" OF 12" CLASS IV RCP @ S=0.010
Unit 12 48.4" 49 8' CB5 TO DMH 4 26' OF 12" CLASS IV RCP @ S=0.012
Unit 13 50.3" 53.1" CB6 TO DMH4 35' OF 12" CLASS IV RCP @ S=0.006
Unit 14 50.3" 53.1" CB7 TO DMH4 10' OF 12" CLASS IV RCP @ S=0.020
Unit 15 503" 517" DMH4 TO INFIL SYSTEM 20' OF 12" HDPE @ S=0.005
Unit 16 50.3' 517" INFIL. SYSTEM TO DMH6 95' OF 12" HDPE @ S=0.010
Unit 17 48 4" 49 8' CB8 TO DMH®6 8' OF 18" CLASS IV RCP @ S=0.013
Unit 18 48 4" 49 8' CB9 TO DMH5 8" OF 12" CLASS IV RCP @ S=0.013
Unit 19 46.1" 47 5" CB10 TO DMH7 8" OF 12" CLASS IV RCP @ S=0.013
Unit 20 46 1" 47 5" CB11 TO DMH7 68' OF 12" CLASS IV RCP @ S=0.005
Unit 21 47 1" 47 8" DMH7 TO DMH5 60' OF 15" CLASS IV RCP @ S=0.005
Unit 22 47 1" 47.8' DMH5 TO DMH6 45: OF 18:: CLASS IV RCP @ S=0.022
Unit 23 48.0' 48.7" DMH6 TO OUTLET 45' OF 24" HDPE @ $=0.007
Unit 24 48.0' 48.7'
Driveway Culverts
Dwellings Station Length/Material/Slope Invert In Invert Out
Units 7 & 8 1+15to 1456 -15'R 41' of 12" HDPE @ S=0.005 45.3' 45.1'
Units 11 & 12 9+70 to 10+10 -15'R 41' of 12" HDPE @ S=0.005 46.1' 45.9'
Units 13 & 14 10+70 to 11+11 -15'R 41' of 12" HDPE @ S=0.005 48.1" 47.9'
Units 15 & 16 10480 to 11+21 -15'L 41' of 12" HDPE @ S=0.005 48.1" 47.9'
Units 17 & 18 9+70 to 10+10 -15'L 41' of 12" HDPE @ S=0.005 46.1" 45.9'
Units 19 & 20 8+48 to 8+89 -15'L 41' of 12" HDPE @ S=0.005 43.9' 43.7'
Units 21 & 22 7+48 to 7+89 -15'L 41' of 12" HDPE @ S=0.005 44.8' 44.6'
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